
1/2" C. TO SECURITY JUNCTION
BOX BY DIV. 26.

RECESSED DOUBLE GANG JUNCTION
BOX WITH SINGLE GANG MUD RING
FOR FUTURE CARD READER BY DIV. 26.

JB

CR

1/2" C. FROM DOOR FRAME TO
SECURITY JUNCTION BOX BY DIV. 26.

SECURITY JUNCTION BOX,
SURFACE MOUNT 4X4 BOX ON
SECURE SIDE OF DOOR BY DIV. 26.

2
' !

 6
"

S

S

ACC.
CLG

POWER TRANSFER BY DIV. 08.

1/2"C. FROM SECURITY J!BOX TO
POWER TRANSFER BY DIV. 26.
SEE DOOR HARDWARE SHOP

DRAWINGS.

DOOR CONTROL CABLING BY DIV.
28, COORDINATE WITH DOOR

HARDWARE INSTALLER

S
PS

120V

DOOR HARDWARE POWER SUPPLY
BY DIV. 08. 120V ELEC. CIRCUIT BY
DIV. 26. SEE DOOR HARDWARE
SCHEDULE

JB 1/2" C. FROM DOOR FRAME TO
SECURITY JUNCTION BOX BY DIV. 26.

SECURITY JUNCTION BOX,
SURFACE MOUNT 4X4 BOX ON
SECURE SIDE OF DOOR BY DIV. 26.

2
' !

 6
"

S
ACC.
CLG

DOOR POSITION SWITCH BY DIV. 28

DOOR CONTROL CABLING BY DIV.
28, COORDINATE WITH DOOR

HARDWARE INSTALLER

NOTE:

THIS CABLING TO APPLY AT ALL [       ]

LOCATIONS SHOWN ON PLAN
DWGS.

SURFACE MOUNTED
BOX WITH

COMMUNICATIONS
OUTLET BY DIV 27.

CAMERA
ENCLOSURE BY DIV. 28
COORDIANTE MOUNTING
HEIGHT WITH FLOOR
PLANS

ACCESSIBLE
CEILING

WALL

UTP
PATCH CORD BY
DIV. 27

JB

SECURITY JUNCTION BOX, SURFACE
MOUNT 4X4 BOX ON SECURE SIDE
OF DOOR BY DIV. 26.  PROVIDE
1/2"C. TO DOOR CONTROLLER FOR
DOOR POSITION SIGNAL BY DIV. 26.

S

2
' !

 6
"

1/2" C. TO SECURITY JUNCTION
BOX.

S
OVERHEAD CONTROLLER BOX BY

OTHERS.  COORD. EXACT
LOCATION WITH DIV. 8.

DOOR CONTROL CABLING BY DIV.
28, COORDINATE WITH DOOR

HARDWARE INSTALLER

UTP CABLE TO TELE!
COMMINCATIONS ROOM
BY DIV. 27. SEE
SPECIFICATIONS FOR
DETAILS. PROVIDE 10'
COIL FOR SLACK.

FLOOR/ROOF DECK, SEE
ARCH. FOR MATERIAL

SURFACE MTD BOX WITH
COMMUNICATIONS
OUTLET BY DIV. 27.

NOTE:

THIS CABLING TO APPLY AT ALL [       ]

LOCATIONS SHOWN ON PLAN DWGS.

RECESSED CAMERA
AND DOME BY DIV. 28

NOTE:

THIS CABLING TO APPLY AT ALL [       ]

LOCATIONS SHOWN ON PLAN DWGS.

EXTERIOR WALL
MOUNTED CAMERA
AND DOME BY DIV. 28

RECESSED
BOX BY DIV. 26

OSP RATED UTP PATCH
CORD BY DIV. 27

CONDUIT TO
EXTERIOR BOX

BY DIV. 26.

UTP OUTLET BY DIV. 27.

UTP CABLE TO TELE! COMMINCATIONS ROOM
BY DIV. 27. SEE SPECIFICATIONS FOR
DETAILS. PROVIDE 10' COIL FOR SLACK.

EXTERIOR WALL

ACC
CLG

1/2" C. TO SECURITY JUNCTION
BOX BY DIV. 26.

RECESSED SPECIAL BACKBOX
PROVIDED BY SECURITY
CONTRACTOR.  ELECTRICAL
CONTRACTOR TO INSTALL BACKBOX
AT 54" AFF FOR INTERCOM STATION

JB

JB

1/2" C. FROM DOOR FRAME TO
SECURITY JUNCTION BOX BY DIV.
26 FOR REMOTE DOOR RELEASE

SECURITY JUNCTION BOX,
SURFACE MOUNT 4X4 BOX ON
SECURE SIDE OF DOOR BY DIV. 26.

S

S

2
' !

 6
"ACC.

CLG

M
IN

UTP PATCH CORD BY DIV. 27.UTP OUTLET BY DIV. 27.

UTP CABLE TO TELE!
COMMUNICATIONS CLOSET BY

DIV. 27.  SEE SPECIFICATION FOR
DETAILS.

1.

2.

3.

NOTES:

RECESSED BOX AND CONDUIT BY DIV. 26.

FACE PLATE AND UTP CABLES BY DIV. 27.

TYP ALL (     ) LOCATIONS.

SNAP IN, CLEAR!LABEL
COVERS AND MACHINE
PRINTED PAPER INSERTS

(4) POSITION FACEPLATE
WITH # OF CABLES AS
INDICATED ON FLOOR PLANS.

VOICE OUTLET (BLACK)

DATA OUTLET (OFFICE WHITE)
REMAINING OUTLETS
REQUIRED

3/4" CONDUIT TO ABOVE
ACCESSIBLE CEILING.

2!GANG BACK BOX WITH
SINGLE GANG MUDRING.

1.

2.

3.

NOTES:

BOX AND CONDUIT BY DIV. 26.

FACE PLATE AND UTP CABLE BY DIV. 27.

TYP ALL (        ) LOCATIONS.

FACEPLATE WITH TELEPHONE
MOUNTING STUDS.

W

UTP OUTLET (BLACK IN COLOR)

3/4" CONDUIT TO ABOVE
ACCESSIBLE CEILING.

2!GANG BACK BOX WITH
SINGLE GANG MUDRING.1

SURFACE MOUNT BOX

(1) UTP CABLE TO
TELECOMMINCATIONS ROOM. SEE

SPECIFICATIONS FOR DETAILS.
PROVIDE 25' COIL FOR SLACK.

FLOOR/ROOF DECK, SEE ARCH. FOR MATERIAL

UTP INFORMATION OUTLET

NOTE:
THIS CABLING TO APPLY AT ALL [    ]
LOCATIONS SHOWN ON PLAN
DWGS.

WIRELESS ACCESS
POINT BY OWNER

ACCESIBLE CEILING

PATCH CHORD BY DIV 27

EQUIPMENT RACK LOCATED IN ELEC. RM.,
SHARED WITH VIDEO SYSTEM

PAGING
AMPLIFIER

TELEPHONE
INTERFACE

120V

SS

TYP. TO ALL
PAGING

SPEAKERS

S

(1) CAT. 6 UTP TO
VOICE SYSTEM IN
TELE/DATA ROOM AUDIO INPUT FROM

CAMPUS SYSTEM
RACK IN BLDG. 28

UTP CABLE TO TELE!
COMMINCATIONS ROOM
BY DIV. 27. SEE
SPECIFICATIONS FOR
DETAILS. PROVIDE 10'
COIL FOR SLACK.

SURFACE MTD BOX WITH
COMMUNICATIONS
OUTLET BY DIV. 27.

NOTE:

THIS CABLING TO APPLY AT ALL [       ]

LOCATIONS SHOWN ON PLAN DWGS.

TAMPERPROOF CORNER
MOUNTED HOUSING AND
CAMERA.  SEE
SCHEDULE AND SPECS.

GYP. CEILING

4" SQUARE J!BOX,
INSTALLED FLUSH WITH
CEILING BY DIV. 26

INTERIOR WALL

ACCESSIBLE CEILING

1"C ROUGH IN BY
DIV 26.

OSP RATED UTP
PATCH CORD BY
DIV. 27

I hereby certify that this plan, specification or report was prepared by

me or under my direct supervision and that I am a duly licensed

Engineer under the laws of the State of Minnesota.

Date

Registration No.

SignatureY
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LONG TERM/INTERMEDIATE
PSYCHIATRIC UNIT
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CARD READER STRUCTURED CABLING
DETAIL
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2

DOOR POSITION SWITCH STRUCTURED
CABLING DETAIL

 12" = 1'!0"
6

INTERIOR WALL MOUNTED
SURVEILLANCE CAMERA WIRING DETAIL

 1/8" = 1'!0"
3

OVERHEAD DOOR CONTACT
STRUCTURED CABLING DETAIL

 12" = 1'!0"
5

CEILING MOUNTED SURVEILLANCE
CAMERA WIRING DETAIL

 12" = 1'!0"
8

EXTERIOR WALL MOUNTED
SURVEILLANCE CAMERA WIRING DETAIL

 1/8" = 1'!0"
4

VIDEO INTERCOM STRUCTURED
CABLING DETAIL
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10

TYPICAL COMMUNICATION OUTLET
DETAIL

 12" = 1'!0"
11

TYPICAL WALL MOUNTED VOICE OUTLET
DETAIL

 1/4" = 1'!0"
9

WIRELESS ACCESS POINT MOUNTING
DETAIL
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13

PAGING SYSTEM RISER DIAGRAM
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7

TAMPERPROOF CORNER MOUNTED
SURVEILLANCE CAMERA WIRING DETAIL
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